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Data Taking
Delivered Recorded Efficiency Comment

(%)

27 Sep 7.03 6.37 91

28 Sep 10.84 9.93 92

29 Sep 8.14 7.50 92

30 Sep 10.23 9.44 92

01 Oct 8.72 7.99 92

02 Oct 9.09 8.47 93  

03 Oct 8.79 7.35 84

62.8 57.1 91

September 215.5 195.8 91

Lum (pb-1) Lum (pb-1)
Access to replace a blower in a 

Calorimeter rack.

2.5 hours of downtime due to a failed L2 
readout crate power supply.

27 Sep – 
3 Oct
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